In this paper, a heat driven cooling system that essentially integrated an organic Rankine cycle power plant with a vapour compression cycle refrigerator was investigated, aiming to provide an alternative to absorption refrigeration systems. The organic Rankine cycle (ORC) subsystem recovered energy from the exhaust gases of internal combustion engines to produce mechanical power. Through a transmission unit, the produced mechanical power was directly used to drive the compressor of the vapour compression cycle system to produce a refrigeration effect. Unlike the bulky vapour absorption cooling system, both the ORC power plant and vapour compression refrigerator could be scaled down to a few kilowatts, opening the possibility for developing a small-scale waste heat-driven cooling system that can be widely applied for waste heat recovery from large internal combustion engines of refrigerated ships, lorries, and trains. In this paper, a model was firstly established to simulate the proposed concept, on the basis of which it was optimized to identify the optimum operation condition. The results showed that the proposed concept is very promising for the development of heat-driven cooling systems for recovering waste heat from internal combustion engines' exhaust gas.
Introduction
Internal combustion (IC) engines have been the primary power source for automobiles, long-haul trucks, locomotives, and ships over the past century [1] . Over this time, periods of high fuel costs and concerns about foreign oil dependence have resulted in increasingly complex engine designs to reduce fuel consumption [2] . Although the most efficient mode of the modern large diesel engines is about 48-51% efficient in utilising the fuel energy [3] , the remainder is still lost as waste to the environment through exhaust gas and jacket water. It appears that developing concepts for utilising the waste heat is important in the area of IC engine application.
Current interest in reducing emissions and engine operating costs has led to the use of efficient waste heat recovery (WHR). For marine engines, the waste heat was originally used for direct heating services, including space heating in winter [4] , heavy fuel oil (HFO) heating [5] , ballast water heating [6] , and hot water supply. However, the heating loads needed for shipboard service on a conventional vessel are usually much less than the available waste heat, resulting in a large amount of heat being unused.
WHR technology for power production was then proposed to be coupled with the power propulsion plants or to meet the demand for auxiliary services without additional fuel costs and zero associated CO 2 emissions. Steam-based WHR systems for both four-and two-stroke marine engines are available commercially, among others by MAN, ABB, Wärtsilä, Mitsubishi heavy industries, and In this paper, a marine engine waste heat recovery and cooling system with combined ORC and VCC is proposed. A comprehensive energy and exergy analysis was carried out and the potential of the proposed thermodynamic system was demonstrated. Figure 1 shows a schematic of the proposed heat driven cooling system in the paper. As shown in the figure, the ORC expander was coupled with the VCC compressor by using a transmission unit. The combined system aimed to produce cooling for refrigeration cabinets by waste heat recovery from engines. The thermodynamic states of the combined organic Rankine cycle-vapour compression cycle (ORC-VCC) are shown in the Temperature-Entropy (T-S) diagrams in Figure 2 . Here, a 12-cylinder Wärtsilä RT-flex96C engine with 68640 kW rated power was selected. The exhaust temperature and heat energy contained in the exhaust gas of the engine is presented in Figure 3 . It was observed that the temperature peak appeared at 40% contract maximum continuous rating (MCR) and that heat content increased with the engine load. The exhaust gas temperature was in a range of 528.5 K to 597.9 K, and the energy contained in the gas varied from 11,860 to 35,787 kW.
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Thermodynamics Models and Equations
To establish a thermodynamics model for the system proposed, a number of assumptions were made, such as (1) both the ambient temperature and the sea water temperature were 298 K; (2) the pinch point was 30 K in the evaporator of the ORC and was 5 K in the other heat exchangers; (3) the isentropic efficiency of the expander, compressors, and pump was 0.7, 0.7, and 0.8, respectively; (4) the temperature of the exhaust gas exiting boiler was higher than the acid dew point of 393 K [36] ; (5) both heat and pressure loss in all heat exchangers and pipes were assumed to be negligible; (6) the combined cycles were operated under steady state conditions; (7) the mechanical loss of the expander/compressor coupling was negligible.
Components of the Exhaust Gas
Assuming that the molecular formula of hydrocarbons in the heavy fuel oil (HFO) supplied to the main IC engine was C30H62 [37] , the chemical equation of the combustion process can be expressed as the following equation:
Considering that the oxygen concentration in the exhaust gas was 15.3% [38] , the molar concentration of the exhaust gas composition was then calculated: 75.37% for nitrogen, 5.37% for carbon dioxide, 2.27% for steam (vapour), and 15.3% for oxygen. The properties of the exhaust gas can be evaluated on the basis of the mixing rule proposed by Poling [39] .
Thermodynamics Equations
First law modelling The system was subject to two working conditions: (1) a belt drive was adopted, and the transmission ratio was adjusted by changing the diameter of the pulley when the transmission ratio was not equal to 1; (2) the ORC expander and the compressor shared a common shaft and the transmission ratio was set to 1.
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Components of the Exhaust Gas
Assuming that the molecular formula of hydrocarbons in the heavy fuel oil (HFO) supplied to the main IC engine was C 30 H 62 [37] , the chemical equation of the combustion process can be expressed as the following equation:
(1)
Thermodynamics Equations
First law modelling
(1) Pump (1→2):
The power consumed by the pump can be calculated as
The isentropic efficiency of the pump can be calculated as
(2) Evaporator-ORC (2→3, 5→6):
The heat transferred in the evaporator-ORC can be calculated as
(3) Expander (3→4):
The power generated in the expander can be calculated as
The isentropic efficiency of the expander can be calculated as
(4) Condenser-ORC (4→1, 0→12):
The heat transferred in condenser-ORC can be calculated as
(5) Compressor (7→8):
The power consumed by compressor can be calculated as
The isentropic efficiency of the compressor can be calculated as
The heat transferred in the condenser-VCC can be calculated as
(7) Expansion valve (9→10):
The working fluid flowing through the expansion valve can be taken as an isenthalpic throttling process h 9 = h 10 .
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Second law efficiency The exergy at state point i in the system can be defined by
The exergy destruction caused in each component can be calculated as
Expressions for exergy destruction are shown in following: Pump-ORC:
Evaporator-ORC:
Expander-ORC:
Condenser-ORC:
Compressor-VCC:
Condenser-VCC:
Expansion Valve:
Evaporator-VCC:
The total exergy destruction caused in this system can be expressed as
The exergy efficiency of the ORC-VCC waste heat recovery system can be calculated as the following:
In this case, the exergy input E in included the exergy difference of exhaust gas stream, the power of the pump.
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The term EER (energy efficiency ratio) is a ratio of the useful cooling provided to the work required of air conditioners. Higher EER equates to lower operating costs.
Operational Conditions
The heat transfer process should meet two requirements simultaneously. Firstly, the pinch point temperature difference (PPTD) should not be lower than 30 K in the modelling of ORC evaporator during the phase change process to ensure the feasible heat exchanger design in practical applications. Furthermore, the exhaust gas temperature should be higher than the acid dew point to avoid the possible corrosion in the evaporator (exhaust side), which is normally taken to be 393 K [40, 41] . Figure 4 shows the evaporation process based on the PPTD method, which has been explained in our previous study [35] . During the evaporation process, the evaporation temperature of working fluid rises as the pressure increases. For a working fluid with higher critical temperature, when ORC operates at T 3a , the relative exhaust gas temperature T 6a after heat transfer is above 393 K. In this case, the heat transferred in the evaporator will become smaller as the evaporation pressure increases, which would lead to a reduction of power output.
However, for a working fluid with low critical temperature, the temperature during the evaporation process varies from T 2 to T 3b . As a result, the exhaust gas temperature would be lower than 393 K on the basis of the assumption that the PPTD is 30 K. To avoid a possible corrosion problem in the ORC evaporator, the outlet temperature of exhaust gas after heat transfer is set to be 393 K. In this case, the heat content in the ORC evaporator remains the same, even the evaporation pressure varies. On the other hand, as the evaporation pressure increases, the flow rate of working fluid decreases and the energy density becomes greater. A program developed on the basis of the MATLAB platform was adopted to analyse the thermodynamic performance. Four environmentally friendly working fluids-R1233zd, R1234zez, R245fa and R245ca-were considered as the ORC working fluids for the performance comparison, and the refrigerant R134a was used in the VCC. Their enthalpies and entropies of were obtained by using a database Refprop 9.0. A program developed on the basis of the MATLAB platform was adopted to analyse the thermodynamic performance. Four environmentally friendly working fluids-R1233zd, R1234zez, R245fa and R245ca-were considered as the ORC working fluids for the performance comparison, and the refrigerant R134a was used in the VCC. Their enthalpies and entropies of were obtained by using a database Refprop 9.0.
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Belt Drive as the Transmission Unit
When a belt drive was used as the transmission unit for the coupling of expander and compressor, both the ORC and VCC could be operated at their optimum conditions simultaneously. In this case, the transmission ratio could be adjusted by changing the diameters of two pulleys.
As the refrigeration cycle was powered by the ORC expander, the variation of the ORC power output had a great effect on the performance of the refrigeration cycle. Figure 5 presents the comparison of ORC power output among the four different working fluids. The figure shows that for R1233zd and R1234zez, the power output firstly increases and then decreases after reaching its peak value roughly at 34oo kPa. This is because enthalpy change across the expander increased as the evaporation pressure increases. However, the mass flow rate of working fluid decreases as the ORC evaporation pressure increases. As a result, the different variation trends of these two parameters lead to an optimal power output when the ORC was operated nearly at the critical pressure. For the working fluids with lower critical temperatures, such as R245fa and R245ca, the maximum cooling capacity appeares at a higher evaporation pressure , whereas it appeares at a lower evaporation pressure for the working fluids with lower critical temperatures, namely, R1233zd and R1234zez. Furthermore, it can be observed that R1233zd and R245ca have a higher power output in comparison with R1234zez and R245fa. In this system, the power generated in the ORC expander was consumed by the VCC compressor. Hence, the sole useful energy output of the whole system was the cooling generated in the VCC. Figure 6 shows the variation of cooling capacity and EER with evaporation pressure. The cooling capacity has a similar variation trend with that of the ORC power output, as shown in Figure  5 . This is because the power consumed by the VCC compressor is equal to that generated by the ORC expander. For a given condensation temperature, the power input into the VCC decides the mass flow rate of the refrigerant in the VCC. In other words, the cooling capacity is decided by the power input of the VCC. Figure 6 also indicates that the EER decreases with the ORC evaporation pressure. According to Equation (32) , EER is defined as the cooling capacity of evaporation in the VCC to the power generated by the ORC. As the ORC evaporation pressure increases, more power is supplied to the VCC subsystem, and the cooling capacity of the evaporator also increases because of the increasing refrigerant flow in VCC. This can be attributed to the fact that the power consumed by the compressor increased, although the cooling capacity also rises. The growth rate of the cooling capacity is not comparable to that of the compressor power, resulting in a smaller EER. In this system, the power generated in the ORC expander was consumed by the VCC compressor. Hence, the sole useful energy output of the whole system was the cooling generated in the VCC. Figure 6 shows the variation of cooling capacity and EER with evaporation pressure. The cooling capacity has a similar variation trend with that of the ORC power output, as shown in Figure 5 . This is because the power consumed by the VCC compressor is equal to that generated by the ORC expander. For a given condensation temperature, the power input into the VCC decides the mass flow rate of the refrigerant in the VCC. In other words, the cooling capacity is decided by the power input of the VCC. Figure 6 also indicates that the EER decreases with the ORC evaporation pressure. According to Equation (32) , EER is defined as the cooling capacity of evaporation in the VCC to the power generated by the ORC. As the ORC evaporation pressure increases, more power is supplied to the VCC subsystem, and the cooling capacity of the evaporator also increases because of the increasing refrigerant flow in VCC. This can be attributed to the fact that the power consumed by the compressor increased, although the cooling capacity also rises. The growth rate of the cooling capacity is not comparable to that of the compressor power, resulting in a smaller EER. Figure 7 shows the variation of exergy efficiency when the ORC is operated under different evaporation pressures. In this system, the exergy output refers to the cooling exergy of the evaporator in the VCC, and the exergy input consists of the heat exergy of the evaporator in the ORC and the pump power. At the same evaporation temperature, the variation trend of exergy efficiency in Figure  6 is similar to that of the cooling capacity. This is because the exergy output of cooling is linearly correlated to the cooling capacity at a given VCC evaporation temperature. Furthermore, a higher ORC evaporation pressure leads to a better temperature match between the organic working fluid and the exhaust gas, and the exergy destruction per mass unit decreases. Figure 7 shows the variation of exergy efficiency when the ORC is operated under different evaporation pressures. In this system, the exergy output refers to the cooling exergy of the evaporator in the VCC, and the exergy input consists of the heat exergy of the evaporator in the ORC and the pump power. At the same evaporation temperature, the variation trend of exergy efficiency in Figure 6 is similar to that of the cooling capacity. This is because the exergy output of cooling is linearly correlated to the cooling capacity at a given VCC evaporation temperature. Furthermore, a higher ORC evaporation pressure leads to a better temperature match between the organic working fluid and the exhaust gas, and the exergy destruction per mass unit decreases.
Appl. Sci. 2019, 9, Figure 7 shows the variation of exergy efficiency when the ORC is operated under different evaporation pressures. In this system, the exergy output refers to the cooling exergy of the evaporator in the VCC, and the exergy input consists of the heat exergy of the evaporator in the ORC and the pump power. At the same evaporation temperature, the variation trend of exergy efficiency in Figure  6 is similar to that of the cooling capacity. This is because the exergy output of cooling is linearly correlated to the cooling capacity at a given VCC evaporation temperature. Furthermore, a higher ORC evaporation pressure leads to a better temperature match between the organic working fluid and the exhaust gas, and the exergy destruction per mass unit decreases. 
Sharing a Common Shaft
In this section, the case where the expander and compressor shared a common shaft is studied, wherein the transmission ratio was 1. The marine engine is operated under 100% MCR. From the above analysis, R245ca and R1233zd show comparable performance. R1233zd is selected as the ORC working fluid because it is more environmentally friendly than R245ca. The ORC condensation temperatures are set as 308 K by using sea water as the heat sink. In this system, the pressure difference across the expander is equal to that across the compressor (P 3 -P 4 = P 8 -P 7 ). Figure 8 shows the variation of cooling capacity under different VCC evaporation temperatures. It can be seen that the cooling capacity decreases with ORC evaporation pressure and increased with the cold air temperature. With the increase of the ORC evaporation pressure, the VCC condensation pressure is enhanced for a fixed PPTD and a constant heat sink, resulting in a higher discharged temperature. The enthalpy difference across the compressor outlet and inlet become greater. Consequently, the cooling capacity of the VCC evaporator is reduced because of the decreasing flow rate of the VCC refrigerant.
In this section, the case where the expander and compressor shared a common shaft is studied, wherein the transmission ratio was 1. The marine engine is operated under 100% MCR. From the above analysis, R245ca and R1233zd show comparable performance. R1233zd is selected as the ORC working fluid because it is more environmentally friendly than R245ca. The ORC condensation temperatures are set as 308 K by using sea water as the heat sink. In this system, the pressure difference across the expander is equal to that across the compressor (P3-P4 = P8-P7). Figure 8 shows the variation of cooling capacity under different VCC evaporation temperatures. It can be seen that the cooling capacity decreases with ORC evaporation pressure and increased with the cold air temperature. With the increase of the ORC evaporation pressure, the VCC condensation pressure is enhanced for a fixed PPTD and a constant heat sink, resulting in a higher discharged temperature. The enthalpy difference across the compressor outlet and inlet become greater. Consequently, the cooling capacity of the VCC evaporator is reduced because of the decreasing flow rate of the VCC refrigerant. The calculated EER of cooling strongly depends on the operating conditions, especially absolute temperature and the temperature difference between the heat sink and the target refrigeration temperature. Figure 9 illustrates that the EER of cooling decreases with ORC evaporation pressure. For a given heat sink temperature, the VCC condensation pressure and temperature rise when the ORC evaporation pressure is increased. In that case, the temperature lift of the refrigerant between the condenser and the evaporator is enhanced, resulting in a decreased EER. The calculated EER of cooling strongly depends on the operating conditions, especially absolute temperature and the temperature difference between the heat sink and the target refrigeration temperature. Figure 9 illustrates that the EER of cooling decreases with ORC evaporation pressure. For a given heat sink temperature, the VCC condensation pressure and temperature rise when the ORC evaporation pressure is increased. In that case, the temperature lift of the refrigerant between the condenser and the evaporator is enhanced, resulting in a decreased EER.
In this system, both ORC and VCC used sea water as the heat sink. The effect of condensation temperature on the performance of both the ORC power cycle and the VCC refrigeration cycle was analysed. The condensation temperatures in both subsystems were assumed to be the same, as they both used the same heat sink. The curves in Figure 10 present an ascending trend as the condensation temperature increases. By sharing a common shaft, the pressure difference between the ORC expander inlet and outlet is equal to that between the compressor outlet and inlet, which can be expressed as P 3 -P 4 = P 8 -P 7 .
The variation of ORC condensation temperature influences the ORC and VCC. When the ORC is operated at the same evaporation pressure, the pressure difference across the expander is reduced if the condensation temperature is increased. As a result, the VCC evaporation pressure P 7 was decreases, as the VCC expander outlet pressure P 8 increases with the VCC condensation temperature, explaining why the evaporation temperature increased with the condensation temperature.
From Figure 10 , it can be concluded that the ORC subsystem should be operated at a higher evaporation pressure to achieve a lower required refrigeration temperature. Figure 11 shows the variation of the cooling capacity with variable condensation temperatures. It can be observed that the cooling capacity increases with rising condensation temperature. For the ORC subsystem, the expander could generate less power output to drive the VCC compressor. In the VCC subsystem, the power consumed by per unit mass refrigerant in the VCC is reduced because the pressure difference across the compressor decreases with the increase of condensation temperature, as mentioned above. The enthalpy difference of the refrigerant at the compressor outlet and inlet decreases as well, leading to a larger mass flow rate of refrigerant. Furthermore, the evaporation temperature becomes higher, explaining why the cooling capacity becomes larger for a higher condensation temperature, although the power provided by the ORC expander decreases. Figure 9 . Effect of ORC evaporation pressure on cooling capacity for the case of sharing a common shaft.
In this system, both ORC and VCC used sea water as the heat sink. The effect of condensation temperature on the performance of both the ORC power cycle and the VCC refrigeration cycle was analysed. The condensation temperatures in both subsystems were assumed to be the same, as they both used the same heat sink. The curves in Figure 10 present an ascending trend as the condensation temperature increases. By sharing a common shaft, the pressure difference between the ORC expander inlet and outlet is equal to that between the compressor outlet and inlet, which can be expressed as P3-P4 = P8-P7.
The variation of ORC condensation temperature influences the ORC and VCC. When the ORC is operated at the same evaporation pressure, the pressure difference across the expander is reduced if the condensation temperature is increased. As a result, the VCC evaporation pressure P7 was decreases, as the VCC expander outlet pressure P8 increases with the VCC condensation temperature, explaining why the evaporation temperature increased with the condensation temperature.
From Figure 10 , it can be concluded that the ORC subsystem should be operated at a higher evaporation pressure to achieve a lower required refrigeration temperature. Figure 11 shows the variation of the cooling capacity with variable condensation temperatures. It can be observed that the cooling capacity increases with rising condensation temperature. For the ORC subsystem, the expander could generate less power output to drive the VCC compressor. In the VCC subsystem, the power consumed by per unit mass refrigerant in the VCC is reduced because the pressure difference across the compressor decreases with the increase of condensation temperature, as mentioned above. The enthalpy difference of the refrigerant at the compressor outlet and inlet decreases as well, leading to a larger mass flow rate of refrigerant. Furthermore, the evaporation temperature becomes higher, explaining why the cooling capacity becomes larger for a higher condensation temperature, although the power provided by the ORC expander decreases. Figure 12 shows the contribution of each component on the exergy destruction under different condensation temperatures in the condenser. It is evident that under the operating conditions considered, the evaporator in the ORC power cycle contributes the most significant part of the total exergy loss in the system. This result can be attributed to the significant irreversibility associated with heat transfer across the large temperature differences in the evaporator.
the pressure difference across the compressor decreases with the increase of condensation temperature, as mentioned above. The enthalpy difference of the refrigerant at the compressor outlet and inlet decreases as well, leading to a larger mass flow rate of refrigerant. Furthermore, the evaporation temperature becomes higher, explaining why the cooling capacity becomes larger for a higher condensation temperature, although the power provided by the ORC expander decreases. Figure 12 shows the contribution of each component on the exergy destruction under different condensation temperatures in the condenser. It is evident that under the operating conditions considered, the evaporator in the ORC power cycle contributes the most significant part of the total exergy loss in the system. This result can be attributed to the significant irreversibility associated with heat transfer across the large temperature differences in the evaporator.
In the VCC subsystem, the irreversibility across the compressor is the maximum under most working conditions. However, the exergy destruction in the compressor is higher than that when the condensation temperature is lower than 309.65 K and Peva = 1100 kPa. This suggests that in order to improve the performance of the proposed system, special attention should be paid to reducing the irreversibility that exists in these components during machine design.
The irreversibility of the compressor and expander essentially depends on their isentropic efficiency; thus, their proper design can reduce this irreversibility. In particular, in order to reduce the irreversibility of the condenser and evaporator, they should be designed in such a way that the temperature difference between the fluids can be maintained as small as possible. Figure 13 shows the variation of exergy efficiency when the condensation temperature varies. Regarding the exergy input, it consistes of heating exergy of the exhaust gas and pump power input. The temperature of exhaust gas T6 calculated by using the PPTD method is lower than 393 K, but it is set to be a constant of 393 K to avoid the possible corrosion problems. Therefore, the heat input is the same, although the condensation temperature changed under considered conditions. Moreover, less pump power is required for a rising condensation temperature.
Regarding the useful exergy output, the cooling exergy is found to be reduced at its higher VCC evaporation temperature, explaining the reason as to why the exergy efficiency declines as the condensation temperature increases, except at Peva = 1100 kPa.
For Peva = 1100 kPa, the exergy destruction of the expansion valve decreases sharply when the condensation temperature increases from 309.2 to 309.7 K (see Figure 12d ), and a valley value at 309.7 K appeared, explaining why there is the maximum exergy efficiency under this condition. In the VCC subsystem, the irreversibility across the compressor is the maximum under most working conditions. However, the exergy destruction in the compressor is higher than that when the condensation temperature is lower than 309.65 K and Peva = 1100 kPa. This suggests that in order to improve the performance of the proposed system, special attention should be paid to reducing the irreversibility that exists in these components during machine design.
The irreversibility of the compressor and expander essentially depends on their isentropic efficiency; thus, their proper design can reduce this irreversibility. In particular, in order to reduce the irreversibility of the condenser and evaporator, they should be designed in such a way that the temperature difference between the fluids can be maintained as small as possible. Figure 13 shows the variation of exergy efficiency when the condensation temperature varies. Regarding the exergy input, it consistes of heating exergy of the exhaust gas and pump power input. The temperature of exhaust gas T 6 calculated by using the PPTD method is lower than 393 K, but it is set to be a constant of 393 K to avoid the possible corrosion problems. Therefore, the heat input is the same, although the condensation temperature changed under considered conditions. Moreover, less pump power is required for a rising condensation temperature.
Furthermore, it can also be observed that a higher exergy efficiency could be obtained when the ORC power systemis operated at a higher evaporation pressure. This is because the evaporation temperature in the VCC is much lower, as shown in Figure 9 . Table 1 summarises the optimal working conditions when the required cold air temperature is not higher than 263 K for a given heat sink temperature of 298 K. It can be understood that the belt drive transmission unit could result in the maximum cooling output of 9823 kW. Unfortunately, its ORC evaporation is 3500 kPa, which is much higher than that of the transmission unit sharing a common shaft. It is obvious that a thermo-economic evaluation is needed to decide which transmission unit is the best by making a trade-off between the thermodynamic performance and the compactness/reliability of the ORC-VCC combined system. 
Discussion
Because exhaust gas temperature varies significantly when the engine loads change, it is essential to study the potential of the WHR system under different engine loads. The layout sharing a common shaft is considered for its simple structure, especially for transportation. R1233zd and R134a are used in the ORC and VCC, respectively. By considering the influence of the engine load on the operation of the ORC-VCC WHR system, an evaluation of the performance was conducted in this Regarding the useful exergy output, the cooling exergy is found to be reduced at its higher VCC evaporation temperature, explaining the reason as to why the exergy efficiency declines as the condensation temperature increases, except at P eva = 1100 kPa.
For P eva = 1100 kPa, the exergy destruction of the expansion valve decreases sharply when the condensation temperature increases from 309.2 to 309.7 K (see Figure 12d ), and a valley value at 309.7 K appeared, explaining why there is the maximum exergy efficiency under this condition.
Because exhaust gas temperature varies significantly when the engine loads change, it is essential to study the potential of the WHR system under different engine loads. The layout sharing a common shaft is considered for its simple structure, especially for transportation. R1233zd and R134a are used in the ORC and VCC, respectively. By considering the influence of the engine load on the operation of the ORC-VCC WHR system, an evaluation of the performance was conducted in this paper with respect to the cooling output at the same temperature. The following analysis is based on the flowing operating conditions. The ambient temperature and the sea water (heat sink) are both 298 K, the refrigeration temperature T 15 is 263 K, which is low enough for both air conditioning and food preservation. The condensation ranges from 309 to 313 K, and the low temperature is limited by the heat sink temperature. The ORC evaporation pressure is the optimal pressure of 900 kPa listed in Table 1 . Figure 14 shows the cooling capacity of ORC-VCC when the engine is operated under different loads. It is noted that a higher cooling output could be achieved when increasing the engine. The waste heat recovery is closely related to the thermal properties of the heat source. As shown in Figure 2 , the heat energy available for recovery increases with the engine load. The higher the temperature, the better the quality of the heat energy, and there is a peak temperature at 40% MCR. These two factors resulted in an upward trend for the ORC power output, and a sharp change appeares at 40% MCR. This variation trend is then transmitted to the cooling capacity in VCC, as it is powered by the ORC expander. Figure 14 also shows that the cooling capacity increased with the condensation temperature. However, the condensation temperature is limited by the parameters of sea water, including its temperature and flow rate. The operational condition of the combined cycle could be controlled by adjusting the ORC operation pressure and the flow rate of the heat sink and heat sources according to the cooling demand on ship.
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Conclusions
A refrigeration system that essentially integrates an ORC power cycle and a vapour compression refrigeration combined cycle by waste heat recovery of the marine engine was modelled and analysed in this paper. The thermal energy of the exhaust gas of an engine was recovered by the ORC power cycle to drive a compressor in the VCC. On the basis of comprehensive energy and exergy analyses, the influence of transmission ratio between the expander and the compressor on system performance was clarified. It was shown that both ORC and VCC could be operated under their optimal operational conditions simultaneously with the maximum 9823 kW cooling capacity at 263 K cold temperature in terms of the belt drive transmission unit. Although the transmission unit sharing a common shaft was more compact and reliable than the belt drive unit, the ORC and VCC could not be operated at their optimal conditions at the same time, leading to a lower cooling capacity. The 
A refrigeration system that essentially integrates an ORC power cycle and a vapour compression refrigeration combined cycle by waste heat recovery of the marine engine was modelled and analysed in this paper. The thermal energy of the exhaust gas of an engine was recovered by the ORC power cycle to drive a compressor in the VCC. On the basis of comprehensive energy and exergy analyses, the influence of transmission ratio between the expander and the compressor on system performance was clarified. It was shown that both ORC and VCC could be operated under their optimal operational conditions simultaneously with the maximum 9823 kW cooling capacity at 263 K cold temperature in terms of the belt drive transmission unit. Although the transmission unit sharing a common shaft was more compact and reliable than the belt drive unit, the ORC and VCC could not be operated at their optimal conditions at the same time, leading to a lower cooling capacity. The ORC evaporator contributed the most significant part of the exergy loss in the ORC-VCC combined system because of its significant irreversibility associated with heat transfer across large temperature differences. The cooling capacity showed an upward trend with increasing engine load. A sharp change appeared at 40% MCR because of the high temperature in the exhaust gas. The thermo-economic evaluation of the system and corresponding experimental validations will be conducted in the future work. Acknowledgments: This research was funded by Engineering and Physical Sciences Research Council (EP/N020472/1, EP/N005228/1, EP/R003122/1, and EP/P028829/1) in the United Kingdom. We gratefully acknowledge the assistance of Hongyang Li in proofreading.
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